C ‘0‘ State of Illinois U
e ENVIRONMENTAL PROTECTION AGENCY fk M' .

Mary A. Gade, Director 2200 Churchill Road, Springfield, IL 62794-9276
217/782-0610

April 3, 1997
MAJUR

U. S. Environmental Protection Agency
Altention: 5SWN - 16] Eugene Chaiken, Chief
NPDES Support and Technical Assistance Branch
Region V
77 West Jackson Boulevard
Chicago, Illinois 60604
Re: Commonwealth Edison Company

Crawford Generating Station

NPDES Permit No. 1L0002186

Draft Permit Notification

Gentlemen:

In accordance with our agreement, we hereby submit a Draft Permit and Public Notice/Fact Sheet for the
above subject discharger. The IEPA understands that this Draft Permit will not be reviewed by the Region
at this time.

Should this understanding be incorrect, any verbal comments can be directed to Beth Unser at the indicated
telephone number.

Very truly yours,

ot T

Stephen F. Nightingale, P.E.

Manager, Industrial Unit, Permit Section

Division of Water Pollution Control

SFN:BAU\96111903.PSJ

Attachments: Draft Permit, Public Notice/Fact Sheet, Additional Backup Material

cc: Records Unit

0&!%?7

Printed on Recycled Paper



NPDES Permit No. IL0002186
Notice No. BAU\96111803.PSJ

Date: APR 11 1397

National Pollutant Discharge Elimination System (NPDES)
Permit Program

PUBLIC NOTICE/FACT SHEET
of
Draft Modified NPDES Permit to Discharge into Waters of the State

Public Notice/Fact Sheet Issued By:

lllinois EPA

Division of Water Pollution Control
Permit Section

2200 Churchill Road

Springfield, lllinois 62706

217/782-0610
Name and Address of Discharger: Name and Address of Facility:
Commonwealth Edison Company Commonwealth Edison Company
Environmental Services Department Crawford Generating Station
Post Office Box 767, 35 FNW 3501 South Pulaski
Chicago, lllinois 60630 Chicago, lllinois 80623

(Cook County) :

The lllinois Environmental Protection Agency (IEPA) has made a tentative determination to modify an NPDES permit to discharge into the
waters of the state and has prepared a draft permit for the above named discharger.

Length of Permit; Approximately 3 Years
Name of Receiving Waters: Chicago Sanitary and Ship Canal
Classification of Receiving Waters: Secondary Contact and Indigenous Aguatic Life Water

The following water quality and effluent standards and limitations were applied to the discharge:

Except as otherwise noted the effluent concentrations and load limitations (including toxics) were based on effluent and, if applicable, water
quality limitations specified in lllinois Pollution Control Board (IPCB), Rules and Regulations, Subtitle C: Water Pollution and/or 40 CFR 423.

The applicant operates Crawford Generating Station which is a fossil fueled steam electric generating facility with a net generating capacity
of 702 MW (SIC 4911). Coal, gas and cil are the fossil fuels used. Operational Units #7 and #8 are pulverized coal-fired furnaces. Unit
#6 which has six gas-fired boilers is retired on site. Twelvs jet turbine peaking units which use gas or oil are operational on site. The
Chicago Sanitary and Ship Canal provides Condenser Cooling and House Service Water for station operations. Chicago municipal water
is the source supplying the station potable, sanitary and boiler feed water supply systems.

Regulated discharges from Crawford Generating Station 1o the Chicago Sanitary and Ship Canal are: No. 001 Condenser Cooling Water
and House Service Water with an average flow of 414.5 MGD; No. 001(a) Demineralizer Regenerant Wastes with an average flow of 0.035
MGD; No. 001(b) Unit #7 and #8 Boiler Blowdown with an average flow of 0.055 MGD; No. 001(c) Recirculating Wastewater Treatment
System Blowdown with an average flow of 1.05 MGD, No. 001(d) Intake Screen Backwash with an intermittent flow, and No. 002 area 14
runoff (boiler room area) with an intermittent flow.

The following madification is proposed:

The bottom ash hydrobin system that currently drains into Pit #13 will be relocated inland and discharge into Pit #16. Pit #13 will be taken
out of service.

Flow will be monitored. The primary parameters to be monitored and limited are pH, total suspended solids, oil and grease, total residual
chlorine, total residual oxidant, iron, copper, and temperature.

Application is made for the existing discharges which are located in Cook County, llinois at latitude 41° 49’ 35" and longitude 87° 43' 24"



Public Notice/Fact Sheet -- Page 2 -- NPDES Permit No. IL0002186

Monitoring frequencies and reporting requirements were established by using the authority set forth in IPCB, Subtitle C: Water Pollution
and/er Subtitle D, Mine Related Water Pollution, Title 40, Section 122.48 and 122.44(i) of the Federal Regulations, and/or using the
authority provided in Section 402(a)(1) of the Clean Water Act.

Load limitations were calculated as follows:

(A) Average or Maximum Flow (MGD) X Concentration Limit (mg/l) X 8.34 = |Ibs/day; and/or
(B) Average Monthly Production or Daily Production X Effluent Limitation from Federal Regulations = Ibs/day.

Interested persons are invited to submit written comments on the draft modified permit to the IEPA at the above address. The NPDES
permit and notice number(s) must appear on each comment page. Any interested person may submit a written request for a public hearing
on the draft permit, stating his or her name and address, the nature of the issues proposed to be raised and the evidence proposed to be
presented with regards to those issues.

The application, engineer's review notes including load limit calculations, Public Notice/Fact Sheet, draft modified permit, comments
received, and other documents are available for inspection and may be copied at the |IEPA between 9:30 a.m. and 3:30 p.m. Monday
through Friday.

All comments on the draft modified permit and requests for hearing must be received by the IEPA not later than 30 days from the date of
this publication. If written comments or requests indicate a significant degree of public interest in the draft modified permit, the permitting
authority may, at its discretion, hold a public hearing. Public notice will be given 30 days before any public hearing. For further information
call the Public Notice Clerk at 217/782-0610.
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NPDES Permit No. IL0002186 DiRAFT

llinois Environmental Protection Agency APR 111987
Division of Water Pollution Control PURLIC NOTICED

2200 Churchill Road
Springfield, lllinois 62706
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM
Modified (NPDES) Permit
Expiration Date: April 1, 2000 Issue Date: April 26, 1995

Effective Date: April 26, 1995
Modification Date:

Name and Address of Permittee: Facility Name and Address:

Commonwealth Edison Company
Environmental Services Department
Post Office Box 767, 35 FNW
Chicago, lllinois 60630

Commonwealth Edison Company
Crawford Generating Station
3501 South Pulaski

Chicago, lllinois 60623

(Cook County)
Discharge Number and Name: Receiving Waters
001 Condenser Cooling Water - Chicago Sanitary and Ship Canal

and House Service Water
001(a)  Demineralizer Regenerant Wastes

001(b) Unit #7 and #8 Boiler Blowdown
and Boiler Drain

001(c) Recirculating Wastewater
Treatment System Blowdown

001(d) Intake Screen Backwash

002 Area 14 Runoff (Boiler Room Area)

In compliance with the provisions of the lllinois Environmental Protection Act, Subtitle C Rules and Regulations of the lllinois Pollution
Control Board, and the FWPCA, the above-named permittee is hereby authorized to discharge at the above location to the above-named
receiving stream in accordance with the standard conditions and attachments herein.

Permittee is not authorized to discharge after the above expiration date. In order to receive authorization to discharge beyond the
expiration date, the permittee shall submit the proper application as required by the lllinois Environmental Protection Agency (IEPA) not
later than 180 days prior to the expiration date.

Thomas G. McSwiggin, P.E.
Manager, Permit Section
Division of Water Paliution Control

TGM:BAUNS6111903.PSJ



Page 2 Modificaiton Date:

NPDES Permit No. IL0002186

Effluent Limitations and Monitoring

LOAD LIMITS CONCENTRATION
Ibs/day LIMITS mafl
30 DAY DAILY 30 DAY DAILY SAMPLE SAMPLE
PARAMETER AVG. MAX. AVG, MAX, FREQUENCY TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited
at all times as follows:

Qutfall{s): 001 Condenser Cocling Water and House Service Water™*

This discharge consists of: Approximate Flow

1. Condenser Cogling Water ' - 414.5 MGD

2. House Service Water 9.0 MGD

3. Demineralizer Regenerant \Wastes 0.035 MGD

4, Boiler Blowdown 0.055 MGD

5. Boiler Drain Intermittent

6. Recirculating Wastewater Treatment System Blowdown 1.05 MGD

7. Intake Screen Backwash Intermittent

Flow (MGD)*™* Daily Continuous
Total Residual 0.2 1/MWeek *Concentra-
Chlorine/Total Residual Oxidant* tion Curve

Temperature See Special Conditions 3, 4 and 5 Daity Continuous

*See Special Conditions 6 and 15.
**Shail be reported as a monthly average and daily maximum.
***See Special Condition 16.



Page 3

LOAD LIMITS
Ibs/day

30 DAY
PARAMETER AVG.

NPDES Permit No. IL0002186

Effluent Limitations and Monitoring

CONCENTRATICN
LIMITS ma/l

30 DAY DAILY

AVG. MAX.

Maodificaiton Date:

APR 11 1997
J3LIC NOTICED
SAMPLE SAMPLE

FREQUENCY TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited

at all times as follows:

Cutfali(s): 001(a) Demineralizer Regenerant \Wastes

This discharge consists of:

1. Demineralizer Regenarast Wastes

Flow (MGD)**
Total Suspended Solids

Oil and Grease

Approximate Flow

15.0 30.0

15.0 20.0

0.035 MGD

Daily Continuous
1Month Grab*
1/Year Grab

*Sample type shall be 8-hour composite if the equalization tank is bypassedlfor maintenance purposes.
**Shall be reported as a monthly average and daily maximum.
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Modificaiton Date:

NPDES Permit No. IL0002186

Effluent Limitations and Monitoring

LOAD LIMITS CONCENTRATION
__Ibs/day
: : 30 DAY DAILY 30 DAY DAILY SAMPLE
PARAMETER AVG, MAX. AVG. MAX. FREQUENCY

SAMPLE
TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited

at all times as follows:

Outfall(s): 001(b) Unit #7 and #8 Boiler Blowdown and Boiler Drain

This Discharge Consists of:

1. Doiier Biowdown
2. Boiler Drain

Flow (MGD)*
Total Suspended Solids 15.0
Qil and Grease 15.0

*Shall be reported as a monthly average and daily maximum.

Approximate Flow

C.05% MGD

Intermittent
Daily
30.0 1/Month
20.0 1/Year

Continuous

8-hour
Composite

Grab
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NPDES Permit No. IL0002186 DRAFT
Effluent Limitations and Monitoring APR 111997
LOAD LIMITS CONGENTRATION BLIC NOTICET
los/day LMITS ma/l :
30 DAY DAILY 30 DAY DAILY SAMPLE SAMPLE
PARAMETER AVG. MAX. AVG. MAX. FREQUENCY  TYPE

1. From the effective date of this permit until the expiration date, the effluent of the following discharge(s) shall be monitored and limited
at all times as follows:

Qutfall(s): 001(c) Recirculating Wastewater Treatment System Blowdown***

This discharge consists of: Approximate Flow
1. Ash sluice water 0.5 MGD
2. Ash hopper overflow 0.25 MGD
3. Coal pile runoff Intermittent
4. Non-Chemical metal cleaning wastes Intermittent
5. Demineralizer filter backwash 0.01 MGD
6. Boiler and turbine building floor drains 0.03 MGD
7. Fuel oil handling area runoff Intermittent
8. Unit #7 air compressor cooling water 0.14 MGD
9. Coal storage area #2 runoff Intermittent
10. Settling basin area #3 runoff Intermittent
11. Ash pile area #18 runoff Intermittent
12. Yard drainage area #15 Intermittent
13. Ash hopper area #16 Intermittent
14. South detention basin consisting of area runoff from: Intermittent

a. Transmission terminal areas #5, 6 and 12
b. Transformer area #7

¢. Oil storage areas #8 and 9

d. Power block area #11

e. Dock conveyor area #22

Flow (MGD)* Daily Continuous
pH See Special Condition 1 1MNeek Srab
Total Suspended Solids 15.0 30.0 1MWeek 24 Hour
Composite
Qil and Grease 15.0 20.0 1Meek Grab
Iron 1.0 1.0 1/Month™ 24 Hour
Composite
Copper 05 1.0 1/Month** 24 Hour
; Composite

*Shall be reported as a monthly average and daily maximum.

**The sampling frequency for total iron and total copper shall be daily during discharge of non-chemical metal cleaning wastes. At all other
times the sampling frequency shall be once per month.

***See Special Condition 16.

Qutfall: 002 Area 14 Runoff (Boiler Room Area)

See Special Condition 17.
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NPDES Permit No. IL0002186

Special Conditions

SPECIAL CONDITION 1. The pH shall be in the range 6.0 to 9.0.

SPECIAL CONDITION 2. Samples taken in compliance with the effluent monitoring requirements shall be taken at a point representative
of the discharge, but prior to entry into the receiving stream.

SPECIAL CONDITION 3. The receiving waters are designated as Secondary Contact and Indigenous Aquatic Life Waters by Section
302.408, lllincis Administration Code, Titie 35, Chapter 1, Subtitle C, as amended. These waters shall meet the following standard:;

Temperatures shall not exceed 93°F (34°C) more than 5% of the time, or 100°F (37.8°C) at any time at the edge of the mixing zone
which is defined by Rule 302.102 of the above regulations.

SPECIAL CONDITION 4. In lieu of the requirements of Section 302.211(d) and (e), lllinois Administrative Code, Title 35, Subtitle C, as
amended, effiuent shaii not aivne or in coinbination with otiier souices cause tessperaiures in the main cha nel of the Lower Des Plaines
River at the |-55 Bridge to exceed the temperatures set forth in the following table, except in accordance with the allowable monthly
excursions detailed below:

Jan Feb Mar Apr Apr May May  June June July Aug Sept Oct Nov Deg
: 1-15  16- 1.4 16-30  1-1 16-30
°F 60 60 65 73 80 85 . 80 90 91 91 91 90 85 75 65

These standards may be exceeded by no more than 3°F during 2% of the hours in the 12-month period ending December 31, except that
at no time shall ComEd's plants cause the water temperature at the [-55 Bridge to exceed 93°F. (ComEd's plants continue to be subjec
to the Secondary Contact Standards at the point of discharge).

SPECIAL CONDITION 5. Permittee shall comply with all temperature limitations as imposed by the Pollution Control Board's order in AS
96-10, dated October 3, 1996.

SPECIAL CONDITION 6. Total residual oxidant shall not be discharged from any single generating unit for more than two hours per day.
The daily mean concentration of total residual oxidant shall be based on a concentration curve. The concentration curve shall be generated
using grab samples with a sampling frequency of five minutes or less over the exposure time. The exposure time is defined to be from
the point of first detectable measurement to the point of the last detectable measurement of total residual oxidant. Concentration curves
shall be submitted with Discharge Monitoring Reports. The frequency and duration of the oxidant dosing period plus the amount of chlorine
or bromine applied shall be reported on the Discharge Monitoring Reports. For reporting purposes, the daily discharge shall be the average
of all non-zerc values measured in a day and the monthly average shall be the average of all daily discharges. Discharge Monitoriny
Reports shall indicate whether chiorine or bromine compounds weie used during the snonth,

For the purpose of determining compliance, the highest single instantanecus TRC/TRO concentration measured during compliance
curve sampling on any day will be regarded as the daily maximum concentration. Total residual oxidant concentration shall be
measured and reported in terms of total residual chlorine.

SPECIAL CONDITION 7. This facility has the foilowing discharges of storm water assaciated with industrial activity:

The east oil water separator and switch house building roof drains, which discharge to the Chicago municipal combined sewer system.

SPECIAL CCNDITICN 8. There shall be no discharge of polychlorinated biphenyt compounds.

SPECIAL CONDITION 9. There shall be no discharge of complexed metal bearing wastestreams and associated rinses from chemical
metal cleaning unless this permit has been modified to include the new discharge.

. SPECIAL CONDITION 10. Intake monitoring at Crawford Generating Station pursuant to Section 316(b) of the CWA was not requir_ed_by
USEPA in letters to Commonwealth Edison Company dated February 19, 1975 and June 1, 1976. It is determined that no intake monitoring
or modification is being required by IEPA for reissuance of this NPDES Permit.

SPECIAL CONDITION 11. There shall be ne discharge of collected debris from Qutfall 001(d) Intake Screen Backwash.
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Modificaiton Date: =1
NPDES Permit No. IL0002186 DHAFT
Special Conditions APR 11 199?'
FUBLIC NOTior
PECIAL CONDITION 12. The permittee shail record monitoring results on Discharge Monitoring Report Forms using one suc

rach discharge each month.

The completed Discharge Monitoring Report forms shall be submitted to IEPA no later than the 28th day of the following month,
otherwise specified by the permitting authority.

Discharge Monitoring Reports shall be mailed to the IEPA at the following address:

lllinois Environmental Protection Agency
Division of Water Pollution Control

2200 Churchill Road

Post Office Box 19276

Springfield, illinois 62794-9276

Attention: Compliance Assurance Section
u. =CIAL CONDITION 13. The upset provisions of 40 CFR 122.41(n) are hereby incorporated by reference.

SPECIAL CONDITION 14. The Agency may madify this permit during its term to incorporate biomanitoring requirements and additional
limitations or requirements based on the biomonitoring results. Modifications under this condition shall follow public notice and opportunity
for hearing.

L _CIAL CONDITION 15. A discharge limit of 0.05 mg/l (instantaneous maximum) shall be achieved for total residual oxidant when
bromine biocides are used for condenser biofouling control, in accordance with Special Condition 4. Total residual oxidant shall be
measured and reported in terms of total residual chlorine. Construction of treatment facilities which may be necessary to meet the limit
for total residual oxidant may not be started until a construction permit has been issued by the Agency.

SPECIAL CONDITION 16. The Agency has determined that the effluent limitations in this permit constitute BAT/BCT for storm water which
is treated in the existing treatment facilities for purposes of this permit reissuance, and no poliution prevention plan will be required for such
storm water. In addition to the chemical specific monitoring required elsewhere in this permit, the permittee shall conduct an annual
inspection of the facility site to identify areas contributing to a storm water discharge associated with industrial activity, and determine
whether any facility modifications have occurred which result in previously-treated starm water discharges no longer receiving treatment.
if any such discharges are identified the permittee shall request a modification of this permit within 30 days after the inspection. Records
‘the annual inspection shall be retained by the permittee for the term of this permit and be made available to the Agency on request.

SPECIAL CONDITION 17. STORM WATER POLLUTION PREVENTION PLAN (SWPPP)

A. A storm water pollution prevention plan shall be developed by the permittee for the storm water associated with industrial activity at
this facility. The plan shall identify potential sources of pollution which may be expected to affect the quality of storm water discharges
associated with the industrial activity at the facility. In addition, the plan shall describe and ensure the implementation of practices
which are to be used to reduce the pollutants in storm water discharges associated with industrial activity at the facility and to assure
compliance with the terms and conditions of this permit.

B. The plan shall be completed within 180 days of the effective date of this permit. Plans shall provide for compliance with the terms
of the plan within 365 days of the effective date of this permit. The owner or operator of the facility shall make a copy of the plan
available to the Agency at any reasonable time upon request.

C. The permittee may be notified by the Agency at any time that the plan does not meet the requirements of this condition. After such
notification, the permittee shall make changes to the plan and shall submit a written certification that the requested changes have been
made. Unless otherwise provided, the permittee shall have 30 days after such notification to make the changes.

D. The discharger shall amend the plan whenever there is a change in construction, operation, or maintenance which may affect the
discharge of significant quantities of pollutants to the waters of the State or if a facility inspection required by paragraph G of this
condition indicates that an amendment is needed. The plan should also be amended if the discharger is in violation of any conditions
of this permit, or has not achieved the general objective of controlling pollutants in storm water discharges. Amendments to the plan
shall be made within the shortest reasonable period of time, and shall be provided ta the Agency for review upon request.
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NPDES Permit No. IL0002186

Special Conditions

E. The plan shall provide a description of potential sources which may be expected to add significant quantities of pallutants to storm
water discharges, or which may result in non-storm water discharges from storm water outfalls at the facility. The plan shall include,
at a minimurm, the following items:

1. A topographic map extending one-quarter mile beyond the property boundaries of the facility, showing: the facility, surface water
bodies, wells (including injection wells), seepage pits, infiltration ponds, and the discharge points where the facility's storm water
discharges to a municipal storm drain system or other water body. The requirements of this paragraph may be included on the
site map if appropriate.

2. A site map showing:

Wi

wii,

viii.

iX.

The storm water conveyance and discharge struciures;
An outline of the storm water drainage areas for each storm water discharge point;
Paved areas and buildings;

Areas used for outdoor manufacturing, storage, or disposal of significant materials, including activities that generate
significant quantities of dust or particulates.

Location of existing storm water structurai control measures (dikes, coverings, detention faciiities, etc.);
Surface water locations and/or municipal stoﬁn drain locations

Areas of existing and potential soil erdsion;

Vehicle service areas;

Material loading, unloading, and access areas.

3. A narrative description of the following:

The nature of the industrial activities conducted at the site, including a description of significant materials that are treated,
stored ar disposed of in a manner to allow exposure to storm water;

- Materials, equipment, and vehicle management practices employed to minimize coriact of significant materials with storm

water discharges; i
Existing structural and non-structural control measures to reduce pollutants in storm water discharges;
Industrial storm water discharge treatment facilities;

Methods of onsite storage and disposal of significant materials;

4. A list of the types of pollutants that have a reasonable potential to be present in storm water discharges in significant quantities.

5. An estimate of the size of the facility in acres or square feet, and the percent of the facility that has impervious areas such as
pavement or buildings.

6. A summary of existing sampling data describing pollutants in storm water discharges.

F. The plan shall describe the storm water management controls which will be implemented by the facility. The appropriate controls shall
reflect identified existing and potential sources of pollutants at the facility. The description of the storm water management controls
shall include:
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NPDES Permit No. IL0002186 DHAFT

ial Conditi APR 1 1 1997

implementing, and revising the plan.

Preventive Maintenance - Procedures for inspection and maintenance of storm water conveyance system devices such as

oil/iwater separators, catch basins, etc., and inspection and testing of plant equipment and systems that could fail and result in
discharges of pollutants to storm water.

Good Housekeeping - Good housekeeping requires the maintenance of clean, orderly facility areas that discharge storm water.

Material handling areas shall be inspected and cleaned to reduce the potential for pollutants to enter the storm water conveyance
system. :

Spill Prevention and Response - |dentification of areas where significant materials can spill into or otherwise enter the storm water
conveyance sysiems and iheir accompanying drainage points. Specific material handling procedures, storage requirements, spill
clean up equipment and procedures should be identified, as appropriate. Internal notification procedures for spills of significant
materials should be established.

Storm Water Management Practices - Storm water management practices are practices other than those which control the source
of pollutants. They include measures such as installing oil and grit separators, diverting storm water into retention basins, etc.
Based on assessment of the potential of various sources to contribute pollutants, measures to remove pollutants from storm water
discharge shall be implemented. In developing the plan, the following management practices shall be considered: '

i. Containment - Storage within berms or other secondary containment devices to prevent leaks and spills from entering storm
water runoff;

ii. Qil & Grease Separation - Qil/water separators, booms, skimmers or other methods to minimize oil contaminated storm water
discharges;

ii. Debris & Sediment Control - Screens, booms, sediment ponds or other methods to reduce debris and sediment in storm water
discharges;

iv. Waste Chemical Disposal - Waste chemicals such as antifreeze, degreasers and used oils shall be recycled or disposed of
in an approved manner and in a way which prevents them from entering storm water discharges.

v. Storm Water Diversion - Storm water diversion away from materials manufacturing, storage and other areas of potential storm
water contamination;

vi. Covered Storage or Manufacturing Areas - Covered fueling operations, materials manufacturing and storage areas to prevent
contact with storm water.

Sediment and Erosion Prevention - The plan shall identify areas which due to topography, activities, or other factors, have a high
potential for significant soil erosion and describe measures to limit erasion.

Employee Training - Employee training programs shall inform personnel at all levels of responsibility of the components and goals
of the storm water pollution control plan. Training should address topics such as spill response, good housekeeping and material
management practices. The plan shall identify periodic dates for such training.

Inspection Procedures - Qualified plant personnel shall be identified to inspect designated equipment and plant areas. A tracging
or follow-up procedure shall be used to ensure appropriate response has been taken in response to an inspection. Inspections
and maintenance activities shall be documented and recorded.

The permittee shall conduct an annual facility inspection to verify that all elements of the plan, including the site map, potential

pollutant sources, and structural and non-structural controls to reduce pollutants in industrial storm water discharges are accurate.
Observations that require a response and the appropriate response to the observation shall be retained as part of the plan. Records
documenting significant observations made during the site inspection shall be submitted to the Agency in accordance with the
reporting requirements of this permit.
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NPDES Permit No. I1L0002186

Special Conditions

H. This plan should briefly describe the appropriate elements of other program requirements, including Spill Prevention Control and
Countermeasures (SPCC) plans required under Section 311 of the CWA and the regulations promulgated thereunder, and Best
Management Programs under 40 CFR 125.100.

I.  The plan is considered a report that shall be available to the public under Section 308(b) of the CWA. The permittee may claim
portions of the plan as confidential business information, including any portion describing facility security measures.

J. The plan shall include the signature and title of the person responsible for preparation of the plan and include the date of initial
preparation and each amendment thereto.

REPORT

K. The facility shall submit an annual inspection report to the lilinois Envirenmental Protection Agency. The report shall include results
of the annual facility inspection which is required by Part G of the Storm Water Pollution Prevention Plan of this permit, The report
shall alsa include documentation of any event {spill, treatment unit malfunction, etc.) which would require an inspection, results of the
inspection, and any subsegquent corrective maintenance activity. The report shall be completed and signed by the authorized facility
employee(s) who conducted the inspection(s). ;

L. The first report shall contain information gathered during the one year time period beginning with the effective date of coverage under
this permit and shall be submitted no later than 80 days after this one year period has expired. Each subseguent report shall contain
the previous year's information and shall be submitted no later than one year after the previous year's report was due.

M. Annual inspection reports shall be mailed to the following address:

Illincis Environmental Protection Agency
Division of Water Pollution Control
Compliance Assurance Section

Annual Inspection Report

2200 Churchill Road

P.O. Box 19276

Springfield, lllinois 62794-9276

N. Ifthe facility performs inspections more frequently than required by this permit, the results shall be included as additional information
in the annual report.

SPECIAL CONDITION 18. In the event the permittee shali require the usa of water tratment additives not previously used in the station's
main condensors, the permittee shall request a modification in the permit in accordance with the standard conditions, Atiachment H.

SPECIAL CONDITION 19. The use or operation of this facility shall be by or under the supervision of a Certified Class VARIABLEK
operator.
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e aoud other s o p of réducs tha

pﬂdudm.ﬂln&nu BMPs slso nchuds

and pe %3 ﬂnlmmlfwm&ﬁmmmwm
dupmd. of drmnage from raw matenal storage

Allguot masna 5 pia of specified vol utad to meke up & lolsl camposile sumple

Orab & means an wulividusl e of of teast 100 mull) 1 d st & rand
sebeciod tima over 8 panod nof excesding 15 minules

24 Howr Composits Bample maene » combinslion of st least B ssmple slgquoty of ot lesel
100 millikiers, collacied a1 periodic intervels duning ihe opsintng hours of a fecility uver a 74-
howr paiod

8 Houwr Ci e S la means a comb lon of al lesst 3 semple slgquots of o least 100
smuiliitars, coliscied nl ponodic mlarvals dunng e oparstng howe of 8 Tacildy ovae sn 8 hour
e

Flow Moperilonal Compaslis Sample measns n i ul prhe aliguais ol of leeet
1O st hiang culte tad ot ponodie wtnevals such il sitbar the bmg nlsival belwean sech
shepaod on tha viilienn ol asdh shguol o progarionnl to aithe: tha sleesm fow al tha s of

sanngrhiogg o the Lotal stroam flow soce (ha collucion of The praviows alagoot

M Dury 1o ly The g muml ol u_\nlfln.-l‘lq. ] of thia poremt

Arvy ol svong X a !

of tha Act and s ounds lo
enfore mnant actian, gaimil wum imvocakon and iessvence, modificalion,
o B dooenl ol @ pesorat The whall ply wilh
ol et atendards o1 geolulubons nlallll:hod wndar S-rlmnl 30 Ha) of the Clenn
Water Act for tore pollulente within tha tima pravided oy the raguistions That

tilish thase dagls o | L comvan of the pestend has nol \rnl_hhm
sl 10 mcopocnta the reguimmant

2 Bty 1o dy 11 tha pa e wishos 1o an actiaty rogulsisd by thus
nutit sfied 1he arpaaton dele ol Uvs peemdd, tho pacmtios musl apply Jor and
abilsn B new peosd 1 the g d & privpel g on an ey [
the Agency na leter than 180 days pnor ta the sxpwatiun duis, this permit shail
conlinue in full fosce and stincl untd the Nnal Agency dacision on the apphcabon

hag toan made

{3) Mesd to heli or red: Ivity not a dat 1 shall nul b & delenae for a
paritien i an enfurcemant action that i woukl heva besn necassary o holt or
radii s the parnmitted scihily in oider 1 “ willly tha il
al thn painml

14l  Duty to mitigate Ths pairmdies shall lske sl sieps 10 o

pravent any tischmys in violehun of s petmd wiv hes 8 tessonabils bhalihood
of sdversaly affecting human heelth oo the enveunmani

{5}  Proper oparation and mal Tha ¢ shall sl all e properly
W el ol 1 wd wy ul sl control (el
ralalod nppun } wiuch sia tulleid ar umsil by tha paresites o schown
comphance with ths unmhlunu of s pouml Frogrnr iprorshion aod mamianants
wicludes nllachve prrl ®, il ] I La Bl gy msd
wmmng, and adeguats laboistury nud |nuu|n umuulc nu.hulmu approprisio
quality ssswunce proceduras This pe I ha o ul buth-up, o0

sunhiory Iscikiien, o swmuler systems only when wry o achicee

v i with the it of the parmit

W
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Permit sotlona This permit may ba medifled, ked and rai or tarmi d
1w cause by the Agency pursuent to 40 CFR 122.62. The lling of o r.qmll by the
paemitiaa for a permil modification, lon and rel ar ore

lication of pl i changes of antici pll down not stay any

parmil condition

Property rights This parmil does not convey any property rights of any sort, or
ony anclusve privilego

Duty to provids Infermation The permittea ghall furnish to the Agency within s
rezgoneble fime, wm«mumhmwmmmm
whathee cause awists lor modilying. king and or t this
peamit, or 1o delerming compliance with the permit. 'fhl parmittes :hdl slzo

Turmish 1o tha Agancy, upon requesl, coples of records required to be kept by this
il

Inspaction and antry The pacritins shail sllow en suthorized represeniative of

the Agency, upon the p ol lels and other d a3 may ba

ratpured by low, to

) Eui-upmllu ittos’s prami nﬂm d facility or activity is
locatod o d, or where mhwmwcm
of thiz permil;

1] Heve sccass Ie end copy, at reaasonable times, eny records that must ba
hept under Ihe condiione of thie permit,

73] Inspact 8l ressnnable llmnl any fecilities, sguip fincluding itoring
and trol P oF op slated or regquired
unster thia permit, and

idi Sampl al de times, for tha purpose of sssuring permit

; of 88 othorwi thorized by the Act, sny substances or

perpmatars 81 eny location
Monlioring end records.

b Semples and

1aken for the purpess of monitoring shall be

e of tha i d ectivity,
(b Tha parmittes shall retain is of all itoring inf: ion, including
ol celibration mnd i ds, and el original strip chan
rdings for ! ion, copies of all reports

mwmmwmaﬂmwhmm

spolication for this parmit, for o pariod of at lesst 3 yesrs from tha date of

this permil, measuwoment, report or application. This period may be
ded by rey of the A y at any time.

=] Aecorde of monilonng infermation shall include;

{1} The dsts, axact ploce, and tima of ling or

121 The indwidusils) who perd d the b

i3 ) The dsialel anclyses wera performed,;

4} The indwidual(s) who parformed the analyses.
13} The analylicol techniques or methods usad, and
L] Tha results of auch analyses,

feah Momtonng must ba d d g (o test proced d
under 40 CFR Part 138, uniess other tesl procodurn hava besn spsmhed
mihis peemit Where no test procedura under 40 CFR Part 1356 has bean
approvad, the permittes musi submit to the Agency a test method for
spproval The pmmllu sholl ullbuu and p.ﬂorm maintenance
piocaduren on all i g and analbylical at i s to
enswe sccwecy of mossuremants

Slgnatory requiramant All applicalions, reports of inlormation submiltad to the
Agoncy shall be agned and cortitied.

in) Applicatlan Al parenit applications ahall be signed as follows:
{1}  For & corporation. by a principal sxscutive officer of at lsast the

hudo!mnmﬁuum-wmupwmmwm
D y lor anvi for tha

(2l For @ parinershlp or sole proprl hip: by a g I p or
tha propristor, espectively; or

3) Fore lcipali
eithar & poncipal

. States, Fadera), or other public agency: by
ive officer or ranking el d official.

fesh Reporta All reporis required by perrnits, ar ather infarmalion requesied by
the Agency shall ba tigned by a parson described in psregraph (ol or by &
duty suthunted representative of that person. A person is & duly suthorized
reprsenistive only i

11} The suthorzation is made in writing by & person described in
paregraph lal, and

[Fi] The ovuthurzetion specifies either an Individual or B position
respunsibile lor tha evarsll oparation of the faciiy, from which the
diecharge onginstes, such ss s plant mansger, suparintendant or
person of equvelen! raspaneibility; and

) The b jon is submitted to the Agency.

PRIMILI UM RECYCLCD PAPEP



(12

113)

(14}

e} Changes of Authorizstlon i1 an sulhonsshon under W w no longes
nccurnte bocsuse 8 differant indradual or p hos reap bty Tor the
ovorall operstion of the lecilily, & naw puthonzation salmlymg Tha
raquirornents of b} must ba submilted 10 the Agency prior 1o or together
wilh any reporia, information, or applicetions (o ba signed by an pulhonrmi
represenistive

Reporting requirgmaents.

{a}  Planned changes Tha pormittae shall gave notca 1o Tha Aqaocy s soon
as possible ol any planned physcal altocatmoy an maliliinimia o 1w
permitted facility

bl Antic d ol Tha ahiell give sdvenca nolice to
tha Agency of any gl d gun m the p d taciily or m v
which may result in h il pacrmi redpue

I} Complisnce schedules. Noports of ] Y of | wath,
any progress reports on, intenm ond Lnsl retuirsments contaumd
complisnce achedule of ihis permal ahall be submeited no Ister than u
days foliowing each schedula date

idh M. ing reporia g results ahall bha raportad ol tha mlareoly
specified slsewhers in thia pormil

11} Monitoring resulls must be aporiod on o Disclargn Mowtarng
Report (DMRA}

2 ¥ the p s any palh monn feney Fy Wi
rogured by the permit, using tent procedures sppeoved andm 40
CFRA 138 or ss specifiod w tho porrmet, the results of ten LT TR ]
shall be Juded wn tha coloutnd aned roportng of the ity
submitted m tha DMRA

13)  Caleulati for alt i which rag ovaragusyg ol
measuremenis shall utibze an srthmabic magn unlnas othmwsn

spacifisd by tho Agency in the parmnt

1) Twaniy-four hour reporiing Tha permiltos shall repott any
noncomplignce which may endangsr baslih or the enveonmont  Any
1 ion shall be p 3 orally watten 24 hows lrwm the tena the
permiltos becomes awere of the c as A shufl
also be provided within 5 days of 1he lima the parmittes bocomes awice nl
the circumstances The writlon submission shall contin o dosenpbon of
the noncomplisnce and its cause, the punod af noncomphnncu, wcluding
exacl dates end times; and if the noncompliance hes not lion cooaefml,
the pated time il is ted to . and siaps (nken or plonmed
to reduce, ehminate, and prevenl rooccwrunce o the noncomphance 1he
following shall be included as information which must be repartad withw
24 hours:

(1) Any unanlicipaled bypass which axconds any allhent brstalaon
the parmil;

(2)  Violation of » maximum daly descharge Emdaton for any of the
pollutants listed by the Agency i tha poraul 1n be septctsd wilun
24 hours;

The Agency may waive tha wrilton roporl on & cesa by cnse basis ol (e
orsl report has been recoived wilhin 24 howrs

in Other i The shall raport Al wistancns of
noncomplisnce not reported under peragraphs (12He), (). ar fal, at the
timas monitoring reporis are submiltnd  The roports shall contam Tha
information listed in paregraph {12)(a)

g Other infarmation. Where the pormilinn bacomes swnre Thist & Todimd 1o
submit ey relevant facts m 8 parmut appbcabon, or sulmiting sconect
information in @ permil applhcation, of m any rapad 10 the Agency, 0 shall
promptly submi such lects ar miormation

Transfer of parmits A purmat may be sotoimaticelly Somsfarml e s e
permities if

ta} Tha curreni permitiee notilins Tha Agmocy a1 el 30 oyt o advicea of
the proposed tranafer daie,

b} The notice includes a written agr h the aamiing o nnw
pormitteos contnining o specific doie for transion of panmil ieagansinliy,
and lisbility & iho curreni ond now poriitiees, snd

icl Tha Agency does nol noufy the i and tha pooy g ovrwe
permitios of its intent mmmlyorrmowdmuwwcm W i
notica is not raceived, 1he lransfer m alfective on the dates spacdmd o tha

sgreement.

All manul, i inl, mining, and silviculiural dischargers must notly
mﬂﬂmumuﬂur&mwmumlmwlﬂm

sl That any sctivity hos occumed or will accur which would result in the
dischargs of eny toxic pollutant identiliad under Section 307 of the Clean
Walter Act which is not limitsd in the parmit, il thet discherge will axcend
the highast of the lollowing notitication levals

(1} One hundred micrograma per Mer (100 ugfl,

116k

fm

nan

e

nm

20

(FR}]

127

231

124&)

126)

[} Iwo humilred miceogrema par ks 1200 ug'lt I preodwin and
acrylomtide. free hundred microgoems pac bitme (500 ug/lh tar 2.4
dimtrophano! end for 2-mathyl 4 6 -dhwtepptnol, and oo miligeem
pt Wtae (1 mg/ih Tor antimony,

130 Lwe (% luoos the makmum concentiabion value rapariad for that
polutant m the NFDES permat spphceiion,

141 Tt wval anieblshod by the Agency i Ihis parmil
[[1] Thit thay hiva bngut oF aegact to begin 10 s or menuleciuos s oo

wtmemadintn on $ionl peeduct i byproduct any touc pellutant w!
nesl aepecton] i She NPDES paemil apphicsbon

All Pulibcly Owomil Tiontmmnt Warke 170 TWel musl jrovede adeguato nots » 1o
tha Agency ol the lolkwwing

[F1] Aoy omw lieduction ol pollotents aio el FOTW Trom an aebiact
vggei whin b wenskd Din w for Sechons 30T o 3000 of thn Clean
Watenr Act ol 1l semin shencily {karlwguau e pollulenis, sl

it Arry subimtantul changn n the volurms o chaepcter of pollutanis baeg
wirpdacad pio that POIW by 8 sowce witoducmyg pollutants mioe the
POTW ot tlwe beos of msosnca of the pacmel

1] For paeponns of thys puenpropte sonsoquate oot o chsll e logs mboroitem
o b W gty sl quantily of @flheent anteodu s i e POTW sl el
vy aoteapritot et of the chenge ves the guasaotity gr goebly o8 et feeot
bex b dhong Dol Fromn tha POTW

WAt gl e einien D Yo pollicly cneed o gy engpobated eatinent wanke,
e poremttam abutl sengoaon moy andgteal e of socb st werk s By cnmply
wth Fadarnl vacuraonts « ance g

mn Wane ¢ hupggae, poasunnt W Secion FO4ILE of the Clon Wate At sod
apghe nlibe rngpelabaons sppnaceg o 40001 3S,

[Fil Taorwrr goobbortanied of Moot staongbinn s sonld preoacbonnionont sBivedinoos gainsoant e
WO sl e Chmo Waker At mwl

Tren

m lersgoms by avsomibossngy il oty rersomet W S b 30N ot loan
Water Act

I dany sppbe ahiden gisondmeed o B " e IOV ILC)

atl ADE, 304 ML), e 721 and that alflusnt o ARGLN 15 D

sineggond Ahan aoy olfluent leodsbon o the peernl, o controls 8 pollaian nnt

naleed o0 fhe paciiol (he pemt ghall ba p i Il am hd, mouad

o coml LR TR o

Asry muthonz atum o 1o 1 meund 1o tha paumittes pursuant o 1% 1 Adm
Condn 309 194 o haewbiy e by L LR of iy poreml

e pranerntios shiall vl oonks sy Tnlee alataciont, iepeasnalston o ool olun m
sy mpglcation recund reponl, plin o) othes docomenl salwoiiad o the Agency o
Wt USTEA v voguaed 1o be mosstasard andes (e proowst

Tha Clean Watm Act geovalns thal any perann who vicining o paioul condition
wnplgmeniingg Secnons 300, 102, 300, 307, 300, I1E, o 405 of the Clasn Watm
LT T Y T T T p»m.?ln,l m i mu el $ OO0 g day ol such winlation
Any prmacem whin will | PRI i
Seckons 301, 307, mli :m.l' @ 308 of the Claan Water Mlusuﬁ,ﬂilnl iy
of uol less than $2 500 vor s than 326,000 pae doy of vodnton, o by
mganunanl far nol more than onm yaor, or inth

Tha Cloan Walw Act provedus that sny pareon wha laledms, Inmgers with, o
koowingly candery ainceueatn mny mamitormy device or mathod el 1o b
snnpnstpengd wnaclr g el wholl, wpos conve-Bon, be punshed by & Son ol s mme
Ihan $10,000) pae o by wmp T ewpd mwren thise G snoniths e
vinlatiwmn, o by laih

Ilul o Wiler Ant wmudu ihml any parssn who knowogly mekns sy Tnlve
noany carel g ol dhan wnnd
" I 1 der hn welar thun parmit  shall, o hdog
manutorey eoiotin o0 sepurte of W W men ! whall  wpron
vernctEm i punmbesd by a fon 0f nol more thin $ 10000 per violntion e by
ungiimerernant Tor et owors than 0 mwnthe par violabon, or by both

Collorisd nomenmy, shanas, shudges, and athar nolide shall be duposed of m euch
noanAenne Ba b pravent antry 0f thoss weales {or unol? from the wastesl nin
watara of the State 10w proper sl for such o 1 ahal e odiakned
fiam fhe Agnncy smd s mcoepaeniod as part harsol by reference

I capa of conlhbel | thass darc snd ony other canilinnis)
mahacdod m this porent, the vibae combiionlal shalt gavern

Tho g ahall ply with, i sddition fo the af the peemi, all
epplicabln provisions of 3& N Adm, Code, Sublitls C, Subltitls D, Sublitle I, and all
spplicahls arders of the Boerd

Ths provisnng of this porrmit sre iblg, and if any p of thig permil. or
ihe apy ton ol any provision of this pernit i hetd invalid, the remaining
provistone of this parmil shall continue in full force end eflect

12.1-88)
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